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WATER QUALITY TESTING l.ABORATARY
(Approved by Kerala State Pollution Control Board)
Approvel No: PCB/LAB/C4/2016
REPORT ON ANALYSIS OF WATER 306
Name & Address [ Source of Water: Open Well
Al Ihsan English School l Collected By: Watermagq _
Vengara | Date of Collection: 22.10.2021
Mob: 9633100786 j Date of Testing: 23.10.2021
,' Date: 28.10.2021
sl. - | Aspers10500:2012  Actual Contents
No Charecteristics - Unit '_ Desi_r;ble | Permissible '1 - , __2 .
_ _ e = * Lo Limit 1 Limit - | S
1 Turbggit\i 'NTU ; L | & 0.7 -
2|Taste, Colour & Odour f [ . -
3pH | | 6585 | 6585 | 524
4 Electrical Conductivity mho/cm | ] _ |75
5 TotalDissolved Solids ‘mg/litre | 500 2000 | 52 |
6 Acidity | mg/litre | | 2
7 Alkallmry (Total) | mg/litre | 200 .60 | 10 |
~ 8lTotal Hardness(as CacO,) nig/ntre . 200 :' 600 | 18 )
~ 9/Calcium - Img/htre E 75 5 200 -,‘ 285
10|Magnesium  lmgire | 30 , 100 | 093 | ]
11 Chloride ~mg/litre | 1250 L 1000 | 30 |
12/Iron img/htre 1 0.3 i 0.3 . BDL
~ 13|Nitrate  mg/litre | 45 45 | BDOL
14/ Ammonia - mg/litre | _'6._5 0.5 | BDL
15 Sulphate _ |mefie | 200 | 400 NotDone
16 Others F N o T . o : o
17| Bactendloglcal | Analysis i .’ N ; B
. ~ Total CollformsmohoOml Zero __:_ Zéro _; 70: 7: ___
E.Coli c:z:lis Absent . Absent  Absent
‘BDI.-Below Detecta_blg le_it - - o
Remarks: Low pH, - - - i
General suggesuon;tﬁ;egc;ﬁﬁe information furnished durmg the mteract:on I -
1 Well surroundmg should Id be kept dry and clean. - -
2.To avoid waste water intrution, septic tank, soak pit SO|Id waste pit, kttchenllaundry waste water
col!ectlng pit etc should properly constructed and mamtalned ‘minimum 15 meters away from the well. a
3. Well water should be e analysed at at least once in every year. S N
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